EMISSION LIMITS, WORK PRACTICE STANDARDS, EMISSION REDUCTION MEASURES, AND MANAGEMENT PRACTICES

(NCDAQ Summary 1-27-15/ 8§63.11200-11201 / See also Tables 1-3 in Subpart JJJJJJ):
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*Can demonstrate compliance with PM limit by combusting only oil that contains no more than 0.50 weight percent sulfur.

**Existing :<5SMMBtu oil fired boilers, seasonal biomass and oil fired boilers, limited use boilers and boilers with oxygen trim systems perform tune-up by 3/21/14 then every five years;
New/recon: No initial tune-up required for new sources. <5SMMBtu oil fired boilers, seasonal biomass and oil fired boilers, limited use boilers and boilers with oxygen trim systems tune-up

every five years after startup.

- See Table 3 in the rule for “operating limits for boilers with emission limits” (for add-on controls, fuel analysis, stack testing, continuous O, monitor - required for CO standards).
Can demonstrate compliance with the mercury limits by fuel sampling.
- Stack Testing: New sources by 9/17/11 (180 days after March 21, 2011), or within 180 days of startup, whichever is later. Existing sources: within 180 days of the compliance date.




